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PANEL 3A
Phone: 651-227-7711

EXISTING PANELBOARD LV-B1

NTS

LV-B1 NOTES
1. PANELBOARD SHALL BE DEMOLISHED AS LONG AS CIRCUITS SERVING
OCCUPIED AREAS OF THE BUILDING REMAIN OPERATIONAL.

2. COORDINATE WITH MECHANICAL TO ENSURE CIRCUITS 10 REMAIN
OPTIONAL DURING DEMOLITION AND TEMPORARY MECHANICAL
MODIFICATIONS.

EXISTING PANELBOARD EMP-1 SCHED 2

NTS

EMP-1 SCHED 2 NOTES

1. ALL EMERGENCY CIRCUITS SHOULD REMAIN OPTIONAL DURING CONSTRUCTION.
PROVIDE TEMPORARY POWER AS REQUIRED.
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EXISTING PANELBOARD 2B1
NTS

2B1 NOTES
1. PANELBOARD SHALL BE DEMOLISHED AS LONG AS CIRCUITS SERVING
OCCUPIED AREAS OF THE BUILDING REMAIN OPERATIONAL.

2. COORDINATE WITH MECHANICAL TO ENSURE CIRCUITS 10, 14, AND 16
REMAIN OPTIONAL DURING DEMOLITION AND TEMPORARY MECHANICAL
MODIFICATIONS.
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EXISTING PANELBOARD LP-010
3

NTS
LP-010 NOTES

1. PANELBOARD SHALL BE DEMOLISHED AS LONG AS CIRCUITS SERVING
OCCUPIED AREAS OF THE BUILDING REMAIN OPERATIONAL.

2. ENSURE CIRCUITS 13 REMAIN OPTIONAL DURING DEMOLITION.

EXISTING PANELBOARD EMP-1 SCHED 1

NTS

EMP-1 NOTES

1. ALL EMERGENCY CIRCUITS SHOULD REMAIN OPTIONAL DURING
CONSTRUCTION. PROVIDE TEMPORARY POWER AS REQUIRED.
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Hammel, Green and Abrahamson, Inc.
Architecture | Engineering | Planning
420 5th Street North, Suite 100
Minneapolis, Minnesota 55401
Telephone 612.758.4000
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Schooley Caldwell Associates, Inc.
Architects | Engineers
Planners | Interior Designers
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